The optimised placement of reclosers on a distribution network is known to improve the reliability of a power system. Furthermore, the protection settings on distribution systems rely heavily on the number and placement of such reclosers. This study examined the effect of using protection settings methodology with the placement of reclosers to ameliorate the damage sustained during faults on a distribution network. The aim of the study was to determine whether this 'damage control factor' should be a future consideration for recloser placement. It has been found that the determination of the number and placement of reclosers, which are the function of the energy exposure of feeder, helped to optimise the operation and reliability of a distribution network. This could benefit both energy users and energy suppliers, who often face different challenges during the fault levels on the network.
The designed approach, therefore, aims to assess and predict the individual effects that can affect the safety of the system. The effectiveness of the proposed model is tested through an empirical study. Slabbert et al. [20] described the Joule energy that a conductor is exposed to, i.e., let-through energy exposure, during a fault on the feeder. This approach consists of creating a model that can determine the constraints of the conductor to avoid damage so that high voltage feeders can be protected. Le et al. [21] developed a case study on smart distribution networks that consists of detecting, locating and isolating faults on the electrical system. Through the proposed strategy, service restoration, self-healing and fault indicator are added to increase the reliability and performance of distribution networks. The impact of the number and the position of reclosers on the investment cost, customer interruption costs and the system average interruption duration index (SAIDI) were also discussed [22] [23] [24] [25] [26] [27] [28] [29] [30] [31] . An increase in the number of reclosers minimises the customer outage costs and improves the network SAIDI [25, 26] . This is achieved by isolating the smallest section of the faulted network, which would then reduce the impact of a fault on the rest of the system. To optimise return on investment, the number of customers, the kVA base and the length of line are important considerations during the planning of a recloser installation [22] . Most of the studies on recloser placement have not considered the effect of increasing numbers of reclosers on network damage during faults. The requirement for devices in series to co-ordinate/discriminate has the result that upstream devices, where fault currents are highest, operate in the longest time. Upstream reclosers are intentionally time-delayed to ensure that the recloser closest to the fault trips first, to minimise the number of customers affected [32] . The damage is assessed as a function of the energy exposure during fault conditions. Larger numbers of protective devices in series can, consequently, give rise to slower fault clearance and, ultimately, greater damage. Fast fault clearance is important to avoid irreversible damage to the conductor and other line hardware, motivating for the impact of the settings approach applied to the feeder to be investigated.
The contribution of this research work can be summarised as follows:
• guarantee an optimal safety operation of the equipment by avoiding system damage deriving from the increase of the energy exposure; • assess the impact of energy exposure when a fault occurs into the electrical system in the function the number and placement of reclosers to describe the minimum setting approach of protecting the equipment; and
• provide experimental setting and simulation results based on the variation of number and placement of reclosers and the effect of the settings methodology that describes the energy exposure of the feeder.
The present study used a simulated radial feeder to explore the effects of the number and position of reclosers on the energy exposure during faults. The effects were examined for two conventional setting approaches being applied to the reclosers and for cases with and without 'highest' protection elements.
Method

Test setup
All assessments of damage were done on a simulated 30 km line constructed of an aluminium conductor steel-reinforced (ACSR) Mink line and supplied from a busbar with a three-phase fault level of 7.33 kA. The Mink conductor has an emergency current rating of 272 A and a 1 s current rating of 7.11 kA. The 1 s current rating is the maximum short-circuit current that the overhead line can withstand for one second. This was derived from the temperature limit of the specific device. Permanent damage occurs wherever the energy exposure level or the let-through energy exceeds the short time withstand rating of the conductor [33] . The energy exposure of an overhead line is defined by Equation 1 [34, 35] .
where E is the energy exposure, I the fault current and t is the duration of the fault current. The fault current and the corresponding recloser tripe time (TT) was calculated at every 1 km interval of the feeder shown in Figure 1 . Energy exposure was then calculated and analysed for variations of combinations of the following scenarios:
• the number of reclosers on the feeder;
• the position of reclosers;
• the recloser settings methodology; and • the auto-reclose approach. 
From Equation 1
, the time that the conductor is exposed to the fault current is the only parameter that can be controlled without making any modifications in primary plant. A fault current limiter could be installed to reduce the fault current, but would require further investment. The time-period line and its components that are exposed to the fault current are dependent on the settings of the protective devices (e.g. reclosers). The settings approach applied to the reclosers has a significant impact on the energy exposure of the feeder.
Settings approach 2.2.1
Delayed protection settings The fault level at every kilometre of the line was calculated for the feeder in Figure 1 and suitable timedelayed over-current settings were applied to every recloser according to published guidelines [36] , i.e.:
• the pick-up should be set between 100% and 120% of the thermal limit of the thinnest conductor within the over-current reach; • the pick-up should be sensitive enough to detect 80% of phase-to-phase fault current at the end of the intended reach, allowing for the bypassing of one immediate downstream recloser; and • the grading between two devices should be done at the maximum expected current at the point of overlap. A grading margin of 400 millisecond (ms) was used for all scenarios.
In this test-setup, all reclosers were set using the normal inverse characteristic. The TT of the normal inverse curve was determined by Equation 2 [37] 
where TM is the time multiplier, Ifault is the fault current and IPU is the current pick up setting. It can be inferred that TT of the relay reduces exponentially as the fault current increases. In each scenario, a comparison of the energy exposure of the feeder was shown for the two settings methodologies described below. The two setting methodologies were analysed using the top-down approach and the bottom-up approach, i.e.:
• the top-down approach entails setting the feeder circuit-breaker 400ms faster than the transformer's overcurrent protection at T in Figure 1 . The transformer protection is typically set to 1.5 s for a busbar fault. All downstream reclosers are graded with upstream reclosers with a grading margin of 400 ms. Recloser A is set to trip in 1.1 s and the time multiplier is calculated using Equation 2 for IA. The trip time of recloser A is calculated for IB. The time multiplier for recloser B is then calculated by setting the TT 400 ms faster than the calculated TT of recloser A for IB; • the bottom-up approach entails setting the reclosers closest to the loads as fast as possible, with a minimum time multiplier. All upstream devices are graded with downstream reclosers. The trip time of the feeder circuit-breaker, therefore, depends on the number of reclosers that need to be graded. The upper limit of the TT for the feeder circuit-breaker is the TT of the transformer minus the 400 ms grading margin. Recloser B in Figure 1 is set to a minimum time multiplier of 0.05 and the corresponding TT for IB is calculated. Recloser A should then be set to 400 ms slower than recloser B for IB. The time multiplier of recloser A is calculated using Equation 2.
Instantaneous protection settings
Most overcurrent relays are fitted with a high-set instantaneous element. The application of a highset makes a reduction in TT at high fault levels possible. The instantaneous element or high set on the feeder circuit breaker is set so that it will not operate for the maximum through-fault current seen by the successive recloser [32] . A setting equal to 150% of the fault current level at the downstream recloser position is assumed, to cater for network modelling errors, relay measurement errors and transient over-reach [38] .
2.2.3Auto-reclose approach
An auto-reclose approach of three trips to lock-out is assumed [32] . This implies that the feeder will be exposed to a permanent fault current three times consecutively before the recloser locks out. It is assumed that the conductor will not dissipate heat significantly over the short time-span of the autoreclose dead times. The energy exposure of a feeder for a permanent fault is, therefore, three times that of a transient fault that is cleared with one auto-reclose cycle. A success rate of 89% is reported by Gomez and Morcos [39] for the first shot, 5% for the second and 1% for the third. Using this as an assumption, the energy exposure for a fault at a spe-cific point on the network is calculated with Equation 3.
where E is the energy exposure, I is the short-circuit current and tn is the duration of the short-circuit current with n = trip 1, 2 or 3, respectively. This methodology was simulated in Matlab R2014b for the various situations and cases prescribed in Section 3. This was made in two principal cases: the effect of the setting approach and the variations in the recloser number.
Results and discussion
The effect of the settings methodology used on the energy exposure of the feeder
The impact of the top-down and bottom-up settings methodologies on the energy exposure on the feeder was investigated. For the given positions and protection settings of three reclosers provided in Table 1 , the energy exposure for a fault at every 1 km interval of the feeder was plotted as shown in Figure 2 . The settings methodology was varied between the top-down and bottom-up approach, with and without auto-reclose. High-set elements were not applied for a better analysis of the effect of the settings strategy. Figure 2 shows that the energy exposure of the feeder where the top-down approach was used was substantially higher than where the bottom-up approach was used. The difference in TT between the two setting methodologies for a close-up fault is shown in Table 1 . It can be deduced that the settings methodology and resulting TTs of the reclosers had a significant impact on the energy exposure of the feeder. The energy exposure was most significant in the portion of the feeder closest to the source, where the fault current of the feeder was highest and where the energy limit could possibly be exceeded. The TT had a significant effect on the energy exposure only at high fault levels, near the source. If all protection devices were set to auto-reclose, the energy exposure would increase significantly. 
Variations in the recloser number: bottom-up approach
The impact of the number of reclosers in series on the energy exposure on the feeder when the bottom-up approach was used was investigated. For the given number, position and protection settings of reclosers provided in Table 2 , the energy exposure for a fault at every 1 km interval of the feeder was plotted as in Figure 3 , for a feeder with one, three and five reclosers. High-set and auto-reclose elements were not applied to better describe the accuracy on the bottom-up strategy. Figures 3 and 4 represent the same data, but using different scales for the ordinate axis. Figure 3 represents the data on a logarithmic scale, showing the detail of the step-decrease in energy exposure at every recloser position. Figure 4 represents the data on a linear scale and the perspective of the actual magnitude of the energy exposure. The cumulative energy exposure of the feeder increased with an increasing number of reclosers in the network. A step-decrease in energy exposure occurred at every recloser position in Figure 3 , caused by the decrease in TT at each recloser. The gradient of the decrease in energy exposure between each recloser reduced as the fault level reduced along the length of the feeder. At low fault levels, the impact of increasing TT dominated, causing an inverse in the graph at 20 km on Figure 3 , where the gradient becomes positive in the case of one recloser. The insignificance of the impact of the increasing gradient at 20 km is evident in Figure 4 . Table 3 shows that with one recloser on the 30 km feeder, 80% of the cumulative energy exposure of the feeder was contributed by the first 11 km of the feeder. This length decreases to 5 km with the addition of four reclosers. The dominance of the energy exposure near the source increased with the number of reclosers because of the impact of the increasing TT of the feeder breaker. Having one recloser would, consequently, be the best option to minimise thermal damage to conductors; however, this would not be a practical solution since all customers on the line would lose supply for every fault on the line.
Variations in the recloser number: top-down approach
The scenario in Section 3.2 was repeated using the top-down approach. The TT of the feeder recloser was set to the maximum possible, i.e., at the TT of the upstream transformer, minus a grading margin of 0.4 s, resulting in a TT of 1.1 s, as shown in Table  4 . Since the TT of the feeder circuit-breaker was the same, irrespective of the number of reclosers, the energy exposure of the first portion of the network was identical in all cases. The portion between the feeder breaker and the first recloser was most significant, since it exceeded the energy limit. With every additional recloser, the energy exposure decreased at the position of the recloser. This resulted in the feeder with the most reclosers having the least energy exposure. From Figure 5 , it is evident that having one recloser would be the worst option, since energy exposure was maximum. 
Variations in recloser positioning: bottom-up approach and the application of high sets
The impact of position of reclosers on energy exposure on the feeder when the bottom-up approach is used was investigated. The number of reclosers was kept constant, while the position of the second recloser was varied. None of the reclosers were set to auto-reclose. The impact of the application of an instantaneous high-set was also examined. Although the high-set was configured to trip instantaneously, the actual TT was equivalent to the circuit-breaker operating time since the circuit-breaker was not capable of tripping instantaneously. The circuitbreaker operating time is defined as the time elapsed between the trip initiation and when the arc has been extinguished and is assumed to be 80 ms [25] . For the position and protection settings of reclosers provided in Table 5 , the energy exposure for a fault at every 1 km interval of the feeder is plotted in Figure 5 with and without a high-set applied on the feeder circuit-breaker.
Test results and discussion
An instantaneous high-set was only applied to the feeder breaker and was selected by multiplying the fault level at the second recloser by 1.5. This approach ensured that the high-set will not trip instantaneously for faults beyond the successive recloser. The lower the current pick-up value of the high set was, the lower was the energy exposure of the feeder. Since the high set was dependent on the fault level at the position of the successive recloser, the high set was in the scenario where the second recloser placed further away from the feeder breaker that was set lower. From Figure 6 , the effect of the high-set in option 1 is shown in the transition of energy exposure from section A0-B0 to A2-B2, which represents a 74% reduction in the cumula-tive energy exposure. The effect of the high-set in option 2 is shown in the transition of energy exposure from section A1-C1 to A2-C2, which represents an 83% reduction in the cumulative energy exposure. The application of a high-set on the first recloser would reduce the damage between the first and second reclosers, where the energy exposure is most critical. The cumulative energy exposure for option 2 is 30% lower than that of option 1 without the application of high-sets, and with the application of highsets it is 55% less than that of option 1. The position of reclosers also influences the time-delayed protection settings. Using a grading margin of 0.4 s in both scenarios, the time multipliers for the feeder breaker of option 1 was 0.27 and the time multiplier for option 2 is 0.15. This demonstrates that grading relays at higher currents result in a greater time multiplier and therefore results in slower TTs for close-up faults. Figure 6 illustrates how the change in positioning of reclosers can affect the damage to the network in the case where no high-sets are applied. Between the first and second reclosers, the energy exposure for option 1 was 33% higher than that of option 2, and between the second and third reclosers it was 50% lower than the energy exposure of option 2. Energy exposure is thus higher where it is more critical, and it drops where it is less critical. This difference is attributed to the difference of the TTs between the two options for closeup faults.
Moving the second recloser further away from the source would allow the application of a high-set without compromising on grading; and faster standard inverse curves can be applied to the first and second reclosers. This would curb the energy exposure effectively. Deviations from the high-set approach are made when the possible damage on the network is critical, and an effective high-set cannot be set using the standard theory because of the position of the successive reclosers. There is a possibility that the reclosers would not grade because of the deviation. The lower the high set is, the lower is the energy exposure of the feeder. The pick-up setting of a high-set on any recloser is dependent on the fault current at the successive reclosers, which depends on the position of the successive reclosers. As the post of the successive recloser is shifted further away from the source, the application of a high-set is possible without compromising grading between reclosers. For applications in which the first recloser is very close to the feeder circuit breaker, the option to apply a non-graded high-set may be implemented to limit the feeder's energy exposure. In this paper, the number and placement of reclosers on a feeder have been identified as a constraint on the optimal protection settings applied to the feeder to ensure minimal energy exposure. The energy exposure of a feeder should thus be a consideration in determining the optimum number and placement of reclosers.
The impact of distributed generation can adversely affect the number and placement of reclosers on the network. Considering recloser placement from an energy exposure perspective changes the approach from a standard time delayed approach to a more adaptive approach.
Conclusions
It is critical to keep the let-through energy below the withstand capability of the equipment. The application of the bottom-up standard inverse coordination approach on a distribution network is more efficient in minimising the energy exposure than the top-down approach. The bottom-up approach allows more reclosers to be added without exceeding the energy limit. As the number of reclosers in the network increases, the energy exposure of the feeder increases. Therefore, an optimal approach that can guarantee a safety operation of the equipment by avoiding damage is analysed to minimise the impact of increase in the energy exposure of the feeder. The application of a high-set on the feeder breaker is very efficient in reducing the let-through energy where it is most critical.
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